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Abstract.  
 

In the last 20 years, installed wind power capacity in North of 

Spain has grown from 24 to more than 1,650 MW. In this 

geographical region, wind energy farms are located in places that 
are far away from the transmission networks so they have to be 

integrated into distribution networks. Build new overhead lines 

dedicated for a distribution energy is not the best way to increase 

the evacuation energy of the wind farms because the cost is quite 
strong. So, the aim to solve these issues, is by means of an increase 

in the capacity of existing lines using the dynamic management of 

the network. This paper is devoted to show the difference of the 

conductor temperature between the parameter of solar radiation 

measured by a pyranometer and the use of the theoretical solar 

radiation which is explained in CIGRE TB601 [1] and IEEE Std. 

738-2012 [2] algorithms. 
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1. Introduction 
 

Distribution System Operator (DSO) uses dynamic 

techniques to manage the distribution network. The data 

which make possible this management are obtained through 

the steady state heat balance equation.  

 

PwPcPiPsPmPj  Pr       (1) 
 

where: 

 

Pj: Joule heating. 

Pm: Solar heating 

Ps: Magnetic heating. 

Pi: Corona heating. 

Pc: Convective cooling. 

Pr: Radiative cooling. 

Pw: Evaporative cooling. 

 

The steady state equation (1) can be used to calculate the 

maximum value of current under the real weather 

conditions at real-time. One of the most important 

parameter to be considered is solar radiation. CIGRE 

TB601 [1] includes global radiation intensity as a 

combination of the direct solar radiation IB, the diffuse sky 

radiation Id and the albedo F. 

On the other hand, IEEE Std. 738-2012 [2] considers the 

solar heat intensity at the Earth’s surface as a unique 

parameter to calculate solar radiation. 

 

The two different approaches to the estimation of the solar 

radiation are compared in this paper and, at the same time, 

it is analysed how they affect to the calculation of the 

temperature of the conductor and the dynamic ampacity. 

Also, the measurement of the pyranometer is used to make 

this, so it is obtained five different estimated temperatures 

of the conductor.  

Furthermore, two weather stations are considered, which 

no are so far one to the other, to see the differences and the 

data is also compared in several days during the year 

considering winter and summer. 

 

2. Methodology 

 

This study has been carried out in the North-West area of 

Spain. 

 

The weather stations (WS) had been installed in top of a 

tower, close to the conductor to be operated in a dynamic 

way. The altitude of both weather stations are around 500 

meters above the sea level. 

 

One of them is placed in the length of the line (WS1) and 

the other one is placed in a substation (WS2). The weather 

stations are separated 7.20 kilometres. 
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Figure 1.  Location of the weather station in an overhead line 

 

Both weather stations are composed of one mechanical 

anemometer, one thermohygrometer and one pyranometer. 

Close to the WS1, there is a sensor which is feeded by the 

current of the line. This sensor provides the measure of 

conductor temperature and the current of the line. 

 

Solar radiation calculation using CIGRE TB601 [1] and 

IEEE Std. 738-2012 [2] algorithms provided two different 

temperatures. 

Solar radiation measured by the pyranometer is used in the 

steady-state equations which are explained in the two 

algorithms. 

 

At the same time, you can use both the theoretical and the 

real estimations to calculate four different dynamic 

ampacity values. 

 

 

3. Results 

 

In this section it is analyzed the results related with the 

temperature of the conductor and the dynamic ampacity 

using the weather conditions that has been measured during 

all the period of time in a winter day and in a summer day 

by the two weather stations. 

 

Table I shows the meaning of the obtained data and how 

they have been calculated.  

 
Table I. – Different variables calculated 

 

VARIABLE MEANING 

Pyranometer 
Solar radiation measured by 

pyranometer 

SR_CIGRE 
Solar radiation calculated using 

CIGRE TB601 

SR_IEEE 
Solar radiation calculated using IEEE 

738 

TSMT 
Temperature of the conductor 

measured by the sensor on the line 

T_theoretical_CIGRE 

Temperature of the conductor 

calculated using SR_CIGRE as a solar 

radiation 

T_theoretical_IEEE 
Temperature of the conductor 

calculated using SR_IEEE as a solar 

radiation 

T_real_CIGRE 

Temperature of the conductor 

calculated using pyranometer value 

and CIGRE TB601 

T_real_IEEE 
Temperature of the conductor 

calculated using pyranometer value 

and IEEE 738 

 

 

A. First Comparison: Solar radiation 

 

Figure 2a, shows the results of solar radiation calculated 

using the two algorithms and the measurement of the 

pyranometer in WS1 during a day in winter. 

 

Figure 2b, shows the results of solar radiation calculated 

using the two algorithms and the measurement of the 

pyranometer in WS2 during the same day in winter. 

 

 

 
 

Figure 2a.  Different values of solar radiation in a winter 

day using WS1 

 

 

 

 
 

Figure 2b.  Different values of solar radiation in a winter 

day using WS2 

 

 

Figure 2c, shows the results of solar radiation calculated 

using the two algorithms and the measurement of the 

pyranometer in WS1 during a day in summer. 
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Figure 2d, shows the results of solar radiation calculated 

using the two algorithms and the measurement of the 

pyranometer in WS2 during the same day in summer. 

 

 

 

 
 

Figure 2c.  Different values of solar radiation in a summer 

day using WS1 

 

 

 

 
 

Figure 2d.  Different values of solar radiation in a summer 

day using WS2 

 

 

If it is performed a comparison between figures 2a and 2b. 

The values of solar radiation using CIGRE TB601 [1] or 

IEEE Std. 738-2012 [2] are similar but is quite different of 

the real measurement provided by the pyranometer. 

Furthermore, it can be seen the effect of the clouds on the 

pyranometer of the WS2. This is not being considered by 

both algorithms. 

 

However, if we compare the figures 2c and 2d, there are no 

difference between the use of WS1 or WS2. The difference 

between the two theoretical values and the real 

measurement values are quite big. The top of values is 

similar in the three options, but the real values have a wide 

hysteresis when the sun rises. The effect when the sun goes 

down is lower. 

 

On the other hand, if they are compared the figures 2a and 

2c (using the same weather station) it is seen that the 

theoretical values are more accurate in winter than summer 

when the sun rises. Nevertheless, when the sun is up 

theoretical values are more accurate in summer than in 

winter. 

 

The same happen if they are compared the figures 2b and 

2d. 

 

 

B. Second Comparison: Temperature of the conductor 

 

Figure 3a, shows the different temperatures obtained using 

the two algorithms with two values of solar radiation 

(measured and calculated) and the real temperature of the 

conductor that is measured by the sensor in WS1 during a 

day in winter. 

Figure 3b, shows the different temperatures are obtained 

using two algorithms with two values of solar radiation 

(measured and calculated) and the real temperature of the 

conductor that is measured by the sensor in WS2 during 

the same day in winter. 

 

 

 

 
 

Figure 3a.  Different values of  the temperature of the 

conductor in a winter day using WS1 

 

 

 

 
 

Figure 3b.  Different values of  the temperature of the 

conductor in a winter day using WS2 
 

 

Figure 3c shows the different temperatures that are 

obtained using both algorithms with two values of solar 

radiation (measured and calculated) and the real 

https://doi.org/10.24084/repqj14.452 782 RE&PQJ, Vol.1, No.14, May 2016



temperature of the conductor that is measured by the sensor 

in WS1 during a day in summer. 

 

Figure 3b, shows the different temperatures obtained using 

both algorithms with two values of solar radiation 

(measured and calculated) and the real temperature of the 

conductor that is measured by the sensor in WS2 during the 

same day in summer. 

 

 

 

 
 

Figure 3c.  Different values of  the temperature of the 

conductor in a summer day using WS1 
 

 

 

 
 

Figure 3d.  Different values of  the temperature of the 

conductor in a summer day using WS2 
  

 

If it is performed a comparison between figures 3a and 3b. 

It is seen that there are no great difference using theoretical 

or real values of solar radiation in both algorithms to 

calculate the temperature of the conductor. However there 

are a difference if they are compared that values with the 

real temperature of the conductor. In WS1 the difference is 

the values of both algorithms cannot accurate the real 

thermal inertia. The same occurs with WS2, but the 

difference with the real temperature is bigger than using 

WS1, because the sensor which measure the real 

temperature of the conductor is placed close WS1 and the 

distance with the WS2 is about 7.20 kilometers.                

 

The same occurs if we compare figures 3c and 3d, but the 

effect is lower than the situation in a winter day, because the 

variation of wind speed used to be greater in winter than in 

summer and the effect of the distance between two weather 

station is lower. 

 

On the other hand, if we compare the figures 3a and 3c 

(using the same weather station) it is observed that the 

accuracy is better in winter than in summer. The reason 

could be that the effect of the wind used to be very 

important and in summer the wind speed is less than winter 

and its measurement is less accurate. 

 

The same happen if they are compared the figures 3b and 

3d. 

 

 

C. Third Comparison: The error of the temperature of the 

conductor 

 

Using the mean squared error to calculate which algorithm 

is more accurate to estimate the real value of temperature 

of the conductor. The results shows that CIGRE algorithm 

is better than IEEE algorithm using real measurement of 

pyranometer in WS1 (this is WS close the sensor of 

temperature). 

 

 RMS(TSMT-T_real_CIGRE): 3.9904 

 RMS(TSMT-T_real_IEEE): 4,0615 

 

But if the theoretical values are used, IEEE algorithm is 

better than CIGRE algorithm: 

 

 RMS(TSMT-T_theoretical_CIGRE): 4,5495 

 RMS(TSMT-T_theoretical_IEEE): 4,4989 

 

Finally, it is showed that using real values is better than 

using theoretical values in both algorithms. 

 

In the figure 4 it is showed this errors during a day in 

winter. 

 

 

 

 
 

Figure 4.  Difference between using theoretical and real 

values of the solar radiation to calculated the conductor 

temperature by CIGRE algorithm 
 

  

 

4. Conclusions 

 

There exists an important difference between real solar 

radiation measured by a pyranometer and the theoretical 

solar radiation which are calculated by CIGRE TB601 [1] 

and IEEE Std. 738-2012 [2]. 
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This difference increases when the sun rises and the 

difference with real temperature measured by a sensor on 

the line also is important when the sun goes down. The 

difference reaches in many times 15ºC. 

 

However the difference between using CIGRE TB601 [1] 

or IEEE Std. 738-2012 [2] are not very important when this 

values are used to calculate the temperature of the 

conductor. But there exists a significant difference to use 

real and theoretical solar radiation to calculate the 

temperature of the conductor [7].  
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